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This fact sheet summarizes key aspects of effective management for operating pump and treat (P&T)
systems based on lessons learned from conducting optimization evaluations at 20 Superfund-financed P&T
systems. The lessons learned, however, are relevant to almost any P&T system. Therefore, the document may
serve as a resource for managers, contractors, or regulators of any P&T system, whether or not that system is
within the Superfund Program. This fact sheet is meant to provide a framework for effective site management, but
is not intended to be a detailed instructional manual.

This fact sheet is not a regulation, and therefore, it does not impose legally binding requirements on EPA,
States, or the regulated community, and may not apply to a particular situation based upon the circumstances. The
document offers technical and policy recommendations to EPA, States and others who manage or regulate Pump
and Treat systems as part of the Superfund or other cleanup programs. EPA and State personnel may use other
approaches, activities and considerations, either on their own or at the suggestion of interested parties. Interested
parties are free to raise questions and objections regarding this document and the appropriateness of using these
recommendations in a particular situation, and EPA will consider whether or not the recommendations are
appropriate in that situation. This fact sheet is a living document and may be revised periodically without public
notice. EPA welcomes public comments on this document at any time and will consider those comments in any
future revision of this guidance document.

A. INTRODUCTION

TABLE OF CONTENTS
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Skill sets from many disciplines are required for
effective P&T system management:

. policy and regulations
. hydrogeology

. engineering

. risk assessment

. contracting

Site managers may not have expertise in all of these
disciplines, but this fact sheet can be used as a quick
reference guide and checklist for site managers, to
make sure that the key aspects of P&T system
management have been adequately addressed.

B. SYSTEM GOALSAND EXIT STRATEGY

Goals for P&T systems typically involve cleanup
and/or containment of impacted ground water as a
means of protecting human health and the environment.
It is recommended that goals, both short-term or long-
term,

. are clearly stated and prioritized and include a
time frame;
. are appropriate relative to the site-specific

conceptual model;

. include metrics for evaluating system
performance;
. clearly indicate when some or all of the P&T

system can be discontinued; and
. are revised over time as appropriate.
Each of these items is discussed below.
Clearly State and Prioritize Goals

The system goals should be unambiguous, and each
goal should include the expected time frame for
achievement, even if that time frame is subject to
uncertainty. When multiple goals are stated, they
should be prioritized. For instance, ground water
cleanup may be a long-term goal, but plume
containment may be a short-term goal that is critical for
immediate protection of human health and the
environment. In such a case, containment should be
given the higher priority.

Consider Goals Relative to the “ Site-Specific
Conceptual Model”

A site-specific conceptual model is a combination of
text and figures that describe the hydrogeologic
system, the cause of the ground water impacts, and the
fate and transport of the ground water contaminants.

It isnot a numerical model! The conceptual model
should attempt to explain the items listed in Exhibit 1.

Exhibit 1

A Site-Specific Conceptual M odel Should
I dentify/Explain the Following Items

* historical and continuing sources of ground water
contamination, both above ground and below the

surface

* historical growth and/or retreat of the ground water
plume

» ground water flow velocity (horizontal and vertical)
and other parameters controlling contaminant fate and
transport

»  potential human and ecological receptors

» anticipated results of remedial actions

If the conceptual model does not adequately identify
or explain all of these items, the data gaps should be
addressed with a focused investigation. This does not
imply a return to the “remedial investigation” phase.
The conceptual model should evolve over time,
including during active remediation, as more
information about the site becomes available.

The goals of the P&T system should be appropriate
relative to the site-specific conceptual model,;
otherwise, they may not be achieved. For example, a
P&T system will not likely restore ground water to
cleanup levels in a reasonable time frame if there are
continuing sources of contamination, such as non-
aqgeuous phase liquid (NAPL) or soil contamination.
Example 1, on the following page, provides an excerpt
from a conceptual model to demonstrate the type of
data and interpretation that should be included. The
example also highlights potential data gaps in the
conceptual model and related considerations for the
site-wide exit strategy.



Example 1

Excer pt from a Conceptual M odel

..... PCE concentrations in excess of 2,500 ug/L have
persisted in shallow well MW-12S since the remedial
investigation, despite pumping from the underlying but
adjacent deep extraction well EW-2. This persistence
may indicate the possible presence of a continuing PCE
source (NAPL or soil contamination) near MW-128S.
Furthermore, little drawdown is noted at MW-12S,
despite pumping from EW-2. The lack of draw down at
MW-12S due to pumping at EW-2 calls into question the
ability of EW-2 to capture the PCE in the shallow zone in
the vicinity of MW-128S and may indicate that EW-2 is in
a low conductivity zone or that a low conductivity layer
separates EW-2 and MW-12S....

Data Gaps:
* presence of a continuing PCE source
e degree of capture near MW-12S

Considerations for the Site-Wide Exit Strategy:

*  contain shallow ground water near MW-12S by
pumping (short term)

*  characterize and then remove or contain the
continuing PCE source

Include Metrics For Evaluating System Performance

To help determine whether or not the system goals are
achieved, each goal should include metrics (i.e.,
performance standards that can be measured). For
example, a goal of “ground water containment” is
vague unless stated in conjunction with specific metrics
such as gradients, drawdowns, or ground water
elevations (“water levels”) that must be achieved at
specific locations. Similarly, metrics for “ground water
cleanup” might include specific milestones for mass
removal, peak concentration reduction, and/or plume
area reduction that must be achieved within specified
time periods or at specified locations.

Clearly Indicate When Some or All of the P& T
System Can Be Discontinued

To provide a viable exit strategy for the P&T system or
some of its components, the following details or
metrics should be specified as part of the system goals:

. contaminants of concern (COCs) being
addressed by the P&T system, which may be a
subset of the COCs for the entire site

. cleanup levels that must be achieved for each
specific COC addressed by the P&T system

. specific criteria for shutting down individual
extraction wells, including the number of
consecutive monitoring events where cleanup
levels must be achieved for attainment at a
particular well and consideration of potential
contaminant rebound

. process monitoring levels or other milestones
that will indicate when individual components
of the above-ground treatment process can be
removed

Revise Goals Over Time As Appropriate

There are many reasons to consider revising goals of
the P&T system over time, some of which are
highlighted in Exhibit 2.

Because the site-specific conceptual model evolves,
periodic review of system goals should occur on a
regular basis, perhaps once every 5 years. For
Superfund sites, this review of system goals could be
done with the Five Year Review process. In some
federal and state programs, a change in the site
decision document may be needed prior to changing
the goals.

C. EVALUATING PERFORMANCE AND
EFFECTIVENESSOF THE P& T SYSTEM

Evaluation of P&T system performance should
include evaluation of the subsurface performance,
offered by the extraction system, and evaluation of the
above-ground performance, offered by the treatment

Exhibit 2

Some Reasons To M odify Goals of the
P& T System

» revised regulatory framework
* new treatment technologies or strategies

*  operating experience suggests existing goals are
unrealistic and will not be met

*  costs are greater than originally anticipated
» changes in plume extent

» discovery of additional and/or continuing sources of
contamination, such as soil contamination or NAPL

» changes in land use or ground water production near
the system




system. The following five steps are recommended for
thorough P&T system evaluation:

. evaluating plume capture

. performing and interpreting treatment process
monitoring

. performing and interpreting ground water
monitoring

. evaluating extraction well performance

. if applicable, evaluating injection well
performance

Evaluate Plume Capture

For ground water remedies, protection of human health
and the environment often requires hydraulic
containment (“capture”) of a contaminant plume.
Evaluation of containment includes defining an
appropriate target capture zone, interpreting actual
capture, and then demonstrating that the actual capture
zone is consistent with the target capture zone. Care
should be taken to ensure this consistency is present
through various temporal changes, such as seasonal
variations in recharge and/or nearby pumping.

Although the complex hydrogeology at fractured
bedrock or highly heterogeneous sites may prohibit
conclusive results, capture zone analyses should be
attempted at these sites for the following reasons: (1)
the analysis may actually be conclusive, and (2)
valuable insights to site-specific ground water flow and
contaminant transport may be gained.

Define the “Target Capture Zone”

A three-dimensional target capture zone should be
indicated on maps and/or on cross-sections of the site.
It should be based on clearly stated criteria (such as a
specific concentration contour or a site boundary). In
some cases capture of the entire plume may be
required, but in other cases capture of a portion of the
plume may be acceptable (e.g., if natural attenuation of
the remaining portion is viable and can be
demonstrated). If the target capture zone is based on a
specific concentration contour, it may need to be
updated over time as plume boundaries change. Ifa
variety of contaminants of concern are present, the
target capture zone should consider each of those
contaminants. If a target capture zone is not defined,
then it will be uncertain if actual capture is sufficient.

Interpret Actual Capture Zone Achieved

An actual capture zone is defined as the three-
dimensional zone in which all ground water flow
paths converge to one or more extraction points. The
extent of the capture zone depends on many factors:

. pumping rate

. hydraulic gradient (magnitude and direction)

. hydraulic conductivity

. vertical flow to other aquifers

. spacing of extraction wells

. transient influences (recharge, other pumping)

Accurate interpretation of actual capture is difficult
and is best evaluated with converging lines of
evidence. Some potential lines of evidence are listed
in Exhibit 3 and described below. Generally, capture
is actually achieved if multiple lines of evidence
suggest it; however, capture may not be achieved if
only one or two of the multiple lines of evidence
suggest it. Figure 1, on page 6, illustrates the role of
multiple lines of evidence in a capture zone analysis.

Flow Budget and Analytical Modeling. For idealized
conditions (i.e., one well, no recharge, uniform
saturated thickness, and a homogeneous, isotropic
aquifer), the width of the capture zone some distance
upgradient of the extraction system can be estimated
for specific flow rates with a straightforward
analytical equation (see Exhibit 4). Using the same

Exhibit 3

Potential Lines of Evidence for
Ground Water Capture

» calculations of capture zone width based on flow
budget and/or analytical models

* interpretation of ground water flow lines from
potentiometric surface maps that are based on
measured ground water elevations from the various
subsurface stratigraphic units

» inward flow relative to a compliance boundary, based
on measured ground water elevations at two or more
locations oriented perpendicular to the boundary

e concentration trends over time at sentinel wells located
downgradient of the capture zone

*  particle tracking in conjunction with a numerical
ground water flow model calibrated/verified by actual

ground water elevations under pumping conditions

* implementation and analysis of data from tracer tests




equation, the pumping rate (Q) required for a desired
width of capture (W) can be estimated. The pumping
rate required for a given capture width must generally
be higher than estimated by this equation to account for
recharge and uncertainties in the other parameters.
Similarly, actual capture width for a specified pumping
rate will typically be less than estimated by this
equation for the same reasons.

This approach for idealized situations can and should
be used as a rudimentary analysis of ground water flow
at a site. However, the simplifying assumptions and
resulting limitations should be understood and
specified. The limitations of this approach strongly
indicate a need for considering additional lines of
evidence for evaluating capture.

Potentiometric Surface Maps. Ground water elevation
measurements can be used to create potentiometric
surface maps, from which ground water flowlines and
the capture zone can be interpreted. Unfortunately, the
number of ground water elevation measurements
typically available is not sufficient to unambiguously
interpret capture. It is important to exclude ground
water elevation data from active pumping wells when
constructing potentiometric surface maps because they
are influenced by well losses and are not representative
of aquifer conditions. Note that when potentiometric
surface maps indicate capture with respect to horizontal
flow, capture may not be adequate with respect to

Exhibit 4

Width of Capture Zone and Flow Budget For
Very Simple Hydrogeologic Systems

Assumptions:

+ one well

+ single layer of constant thickness
* homogeneous, isotropic aquifer

* no recharge from above or below

Q
W =
C B K'i

or
Q=W C B K’ i

Q = extraction rate (gpm)

C = conversion factor (0.00518 gal/ft’ min/day)

W= total width of capture zone upgradient of the
extraction system (ft)

B = saturated thickness (ft)

K = hydraulic conductivity (ft/day)

i = hydraulic gradient (ft/foot)

vertical flow. Thus, information from other lines of
evidence may be required.

Ground Water Elevation Pairs. In some cases, pairs
of ground water elevation measurements on either side
of a boundary can be used to demonstrate inward flow
relative to that boundary. An example might be
ground water elevation measurements on either side of
property boundary or on either side of a slurry wall.
Another example would be stage measured in a creek
relative to the ground water elevation in the aquifer
immediately adjacent to the creek. A higher creek
stage indicates no discharge from the aquifer to the
creek. Because flow between the creek and aquifer can
change magnitude and even direction with changes in
precipitation and recharge, frequent measurements
from these locations may be required. Ground water
elevation pairs from different levels of the aquifer can
also be used to verify vertical gradients that are
indicative of capture. Generally, it is important to
exclude ground water elevations from active pumping
wells and to consider recent recharge events.

Sentinel Wells. If capture is adequate, monitoring
wells downgradient of the extraction system (i.e.,
sentinel wells) can be monitored over time as follows:

. Sentinel wells that are not currently impacted
by contaminants should remain without
impacts over time.

. Sentinel wells that are currently impacted by
contaminants should reach background levels
over time. If concentrations decrease in these
wells but remain over regulatory standards,
capture provided by the extraction system is
likely inadequate.

Because ground water flow is slow, impacts at sentinel
wells may take years to appear, and concentration
measurements over time at sentinel wells can become
very costly. Interpretation may be ambiguous if the
sentinel wells are actually located within the zone of
capture or if they are not in the correct locations to
detect uncaptured portions of a plume. Also, if the
plume is not well delineated, portions of the plume
may have previously migrated beyond the capture
zone and the sentinel wells. These limitations of
sentinel wells emphasize the importance of using
multiple lines of evidence. For sites with fractured
bedrock and/or highly heterogeneous conditions a
greater density of sentinel monitoring points may be
merited due to the increased potential for preferential
pathways of contaminant migration. In addition, for
sites with multiple layers or stratigraphic units with
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Pumping

* EW-1& 2 =3 gpm each
* EW-3 & 4 =4 gpm each
« fully penetrating wells

Aaquifer thickness
*B =20ft
* unconfined aquifer

Target capture zone width

(north to south)
« W =600 ft

Hydraulic gradient
* 1=0.006 ft/foot

Background:

* barrier wall, plus wells EW-1 and EW-2, act to contain the contaminant source

* EW-3 and EW-4 address the downgradient plume

* target capture zone is a specified concentration contour based on risk assessment,
natural attenuation addresses plume fringe

* plume delineated by monitoring to the north and south

Potential Evidence for Capture:

» ground water flow budget (Exhibit 4) consistent with target capture zone
< (Q>4 gpm required based on simple calculation, actual Q=8 gpm)

* water levels demonstrate “inward flow” across barrier wall

* potentiometric surface indicates flow in the direction of EW-3 & 4, but resolution is
insufficient to confirm capture

» sentinel wells downgradient to the east show decreasing concentrations, provides
increased confidence that capture is occurring

Next Steps:

* delineate on a map the interpreted capture zone and compare it to target capture zone

* consider seasonal variation in ground water flow and plume

* consider additional piezometers in vicinity of EW-3 and EW-4

* consider use of ground water flow model and particle tracking

* continue to monitor sentinel wells (concentrations should decrease to clean up levels)

* ensure vertical capture

potential impacts, sentinel wells would likely be
required in each unit of concern.

Particle Tracking in Conjunction with Ground Water
Modeling. Particle tracking in conjunction with a
ground water flow model can indicate if all model cells
within a target capture zone are captured by a simulated
extraction system. A three-dimensional model can be

Predictions from models are subject to uncertainty
based on the presence of heterogeneity in natural
systems that can be difficult to characterize and
represent in the model. Ideally, the numerical model

responses to various pumping scenarios, increasing

capture.

particularly helpful in evaluating capture at sites where

vertical heterogeneity and/or migration greatly affect
contaminant fate and transport. However, the
reliability of this line of evidence for interpreting actual
capture depends on the reliability of the model.

Tracer Tests. Demonstrating capture of a tracer
injected into the contaminant plume can increase the
confidence that capture of the plume has been
achieved. Valuable data can be obtained from

can be “verified” by reproducing measured drawdown

confidence in the model’s ability to accurately predict



monitoring tracer concentrations in sentinel wells and
tracer mass recovery in extraction wells over time. The
presence of the tracer in sentinel wells indicates a lack
of capture, and a high mass recovery rate in extraction
wells indicates a high degree of capture. The following
are some advantages of tracer tests:

. In fractured bedrock environments, tracers may
indicate flow along bedding planes and the
connectivity of fractures between monitoring
points.

. A known mass of a tracer can be injected at a
specified location and time, allowing mass
removal efficiency to be quantified.

. Data from tracer tests can be used to calibrate
ground water flow and contaminant transport
models.

. Depending on the tracer, sampling and analysis

can be relatively straightforward and low in
cost if the proper sensors are available.

However, tracer tests have the following disadvantages:

. Because the tracer is likely injected only at
select locations, demonstrating capture of the
tracer does not confirm capture of the entire
contaminant plume.

. Injecting tracers may require obtaining an
Underground Injection Control permit.

. Due to the relatively slow movement of most
ground water, tracer tests may take months or
years to yield useful information.

Perform/I nterpret Process Monitoring

Process monitoring refers to measurements of
concentrations in treatment plant influent and effluent,
and in some cases at intermediate points in the

treatment process.

Verify that Discharge Standards are Being Achieved

Treated water from a P&T system must generally meet
appropriate standards prior to discharge. Fortunately,
most implemented treatment technologies have been
proven reliable through years of use in a variety of
conditions, and treatment plants regularly meet the
discharge criteria. Nevertheless, sampling of plant
effluent is recommended if not otherwise required, and
the resulting data should be scrutinized by both the site

manager and the site contractor. For facilitated
review, the effluent sampling results should be
presented alongside the discharge criteria.
Exceedances should be highlighted and technical
explanations for the causes of the exceedances and the
planned corrective action should be provided.

Compare Design Parameters and Actual Parameters
for Treatment System

Because site conditions change over time and these
changes can have implications on the cost and
effectiveness of a remedy, P&T managers and their
contractors should routinely compare design values
versus actual values for the following treatment
process parameters:

. influent flow rate to the treatment plant

. influent concentrations for each contaminant
of concern

. contaminant mass loading to the treatment
system (see Exhibit 5)

. removal rates for the treatment system

(influent mass minus effluent mass, or effluent
concentration divided by influent

concentration)
. air to water ratio for an air stripper
. pressure drop across granular activated carbon

(GAQC) units or filtration media

Addressing discrepancies between design and actual
parameters can lead to changes that improve
effectiveness and/or reduce O&M costs. Some
examples are provided in a later section of this fact
sheet (“Modify Inefficient System Components”).
Discrepancies between design and actual parameters
should be discussed with site contractors and
potentially with other technical assistance resources.

Evaluate Treatment System Components

The performance of the treatment system and its
components can be evaluated by determining the mass
loading and removal rates. Especially during start up,
determining the mass loading and removal rates for
the individual treatment components may be merited.
After system startup, however, these components
should be operating reliably and evaluation of the
treatment system as a whole (i.e., influent and effluent
monitoring) should suffice.



Perform/I nterpret Ground Water Monitoring

Long-term ground water monitoring programs typically
involve quarterly, semi-annual, or annual monitoring of
ground water quality and elevations. The data from
this monitoring should be managed electronically to
facilitate analysis, reduce time, and reduce the
possibility of entry errors. The data should be used to
monitor the effectiveness of the subsurface remedy and
update or calibrate site ground water flow and
contaminant transport models, if they exist. New data
should be interpreted and compared to historical data
on a regular basis. Though not always necessary,
statistical analysis may be helpful in interpreting the
data. Based on trends from these data, site managers
should periodically consider the following options
(perhaps every 2-3 years as part of a comprehensive
performance evaluation such as the Five Year Review
for Superfund sites):

. continue with the current P&T system

. increase capacity of the current P&T system
and/or modify extraction well locations

. investigate and characterize potential
additional contaminant sources

. apply an aggressive source removal
technology
. switch to another remedial technology or

implement an additional technology

. consider alternate goals
. focus extraction on specific areas
. reduce the extent and frequency of monitoring

as a clear pattern develops

Exhibit 5

Calculating Contaminant M ass L oading and Removal Rates

Contaminant mass loading and removal rates can be calculated with the same basic equation. However, the units
and conversion factors are different for air than they are for water.

For Water:

, 3785L, 1440 min., 2.2 lbs.
10’ ug

MHgo = QHzo CHzo

gallon day

M, o = mass loading, removal rate in water (Ibs/ day)
= flow rate in water (gpm)
= contaminant concentration (ug/ L, ppb)

Quo
Cho

For Air:

M. =Q, C,’ 0.0283 m’, 1440 min., 2.2 Ibs.

ar ar ft’ day 10° mg

M,, = mass loading, removal rate in air (Ibs/ day)
Q,; = flow rate in air (cfim)
C,; = contaminant concentration (mg/ m’)

For air calculations, C,, in mg/m’ (with molecular weight, MWy, in grams per mole) can be obtained at 70°F and a
pressure of 1 atmosphere from parts per million by volume (ppmv) by the following steps:

Cair(n-g/rn}): 106

Conc(ppmv) , 1 mole air, 1000 L, 1000 mg , M
24.1L

m3 g X

Note: The conversion factor (1 moleair)/(24.1 L) varies with both temperature and pressure. At a pressure of 1
atmosphere and a temperature of 32°F (0°C), the conversion is (1 mole air)/(22.4 L).

Approximate M olecular Weights (MW) in grams/mole of Common Volatile Organic Compounds (VOCs)

Benzene: 78 DCE: 97
Carbon tetrachloride: 154
Chlorobenzene: 113

DCA: 99

PCE: 166

Ethylbenzene: 106

TCA: 133

TCE: 131

Toluene: 92

Vinyl chloride: 62.5
Xylene: 106




Collect and Report Accurate and Reliable Data

Accurate data is crucial for making well-informed
decisions about site operations and strategy. It can also
represent a significant portion of O&M cost. As a
result, a number of considerations should be applied to
collection and management of ground water elevations
(Exhibit 6) and water quality data (Exhibit 7, on the
following page).

Update Plume Maps, Potentiometric Surfaces, and
Trend Analyses

Plume maps, potentiometric surfaces, interpreted flow
directions and magnitudes, and data trend plots are
fundamental to data interpretation and are useful for

site decision making, tracking the progress of
remediation, determining target capture zones, and
interpreting success or failure of actual capture (see
previous Section “Evaluate Plume Capture”).

Processing data and generating and reviewing these
plots for each monitoring event ensures data quality
because errors, inconsistencies, or data gaps can be
addressed before subsequent events. Electronic data
management, spreadsheets, and plotting software
allow these plots to be updated with minimal level of
effort and low cost. Thus, if practical, the plots should
be generated after each monitoring event. Consistent
contouring methods or software should be used for
developing the plots for a given site, and the method
or software used should be noted.

Exhibit 6

Considerationsfor Collecting and Recording Ground Water Elevation M easurements

*  Measure depths to ground water in each well or piezometer two or three times to avoid false readings, and measure
depths to water at all locations on the same day, if possible. Include water levels from surface water bodies that may

influence ground water elevations.

* Have on hand historical data when measuring depths to ground water to confirm that current measurements are consistent
with the historical ones. If there is a significant discrepancy, determine if a similar discrepancy exists for each sampling
location. If the discrepancy appears to be an anomaly (exists at only one or two wells), note the discrepancy in the field

log book and in the O&M reports.

*  Note piezometer and monitoring well integrity and condition. Routine redevelopment or cleaning may be necessary.
*  Always measure depths to ground water from a clearly visible surveyor’s elevation mark on the well.

e The location of each piezometer and well should be accurately surveyed to within 0.1 feet horizontally, and the reference
mark should be accurately surveyed to within 0.01 feet vertically.

*  Re-survey wells and piezometers if changes in casing elevation are suspected due to settling, frost heaves, or other

damage to wells.

*  Maintain surveyor’s mark to prevent fading.

* Inreports, clearly distinguish the difference between the depth to ground water and the ground water elevation (i.e.,
“water level”). Specify the reference points and units for each measurement (i.c., “feet below ground surface” for depth
to ground water and “feet above mean sea level” for ground water elevation).

*  Report new ground water elevations alongside previously recorded ground water elevations in tables so that trends can be

easily noticed by the reader.

» Interpret each round of ground water elevation measurements with respect to the site conceptual model and site goals.

*  Reconsider the frequency of measurement events if the amount of data and interpretation are either insufficient or
excessive with respect to the system goals. The monitoring frequency for water levels and water quality need not be the

same.

*  Obtain ground water elevations from clusters of wells or piezometers with various elevations if vertical flow is an

important aspect of the site conceptual model.

Note: I naccurate or insufficient data can lead to poor management decisions, and excessive data are not cost-effective.




Exhibit 7

concentrations, less purge water, etc.).

frame during low-flow sampling.

avoided for most routine sampling events during O&M.

water quality need not be the same.

Considerationsfor Ground Water Quality Sampling and Analysis

*  Select sampling locations, sampling techniques, analytical methods, and sampled constituents based on the goals of the
system (e.g., sampling from the body of the plume may not be required if plume containment is the only system goal).

*  Note piezometer and monitoring well integrity and condition. Routine redevelopment or cleaning may be necessary.

»  Use consistent sampling techniques and analytical methods; report any inconsistencies if they do occur.

*  Select sampling techniques that are appropriate for the site:
< Consider dedicated sampling equipment when cost-effective and appropriate.
< Utilize low-flow sampling when appropriate (e.g., reduced sampling time, more accurate measure of dissolved metals
< Consider traditional purge and sample techniques if parameters, such as turbidity, do not stabilize in a reasonable time

» Data validation is a methodical process of checking precision, accuracy, and completeness of laboratory data quality and
utility. Such validation is merited during initial investigations and at other decision points of the remedy but should be

» Interpret ground water samples from each event with respect to the site conceptual model and site goals.

«  Sample for appropriate natural attenuation parameters if natural attenuation is or will be considered as a site remedy.

*  Reconsider sampling frequency and locations if current amount of data and interpretation is either insufficient or
excessive with respect to the system goals and site conceptual model. The monitoring frequency for water levels and

Note: I naccurate or insufficient data can lead to poor management decisions, and excessive data are not cost-effective.

New plume maps, potentiometric surfaces, and data
trend plots do not always require immediate submission
in individual reports. In some cases, it may be more
appropriate to collect data and generate plots for
several events prior to interpreting the combined results
in a single O&M report (e.g., generating an annual
report that discusses four quarters of ground water
monitoring).

The frequencies of monitoring events, data analysis,
and reporting should each be commensurate with the
time frame for site decision making and consistent with
appropriate regulations. Relatively new systems, where
the system and the site conditions are in a state of flux,
may require more frequent monitoring, data processing,
and reporting than relatively mature, stable systems. A
review of historical trends in the data may help a site
team determine if a change in monitoring frequency is
merited.

Evaluate Concentration Trends At Monitor Wells

The trends in concentrations at each monitoring well
and groups of monitoring wells should also be studied.

Increased or constant concentrations, or even
decreased concentrations that remain above the site
standards, in downgradient or sentinel wells may
indicate inadequate capture by the extraction system.
In such cases, the capture zone should be analyzed,
and the extraction system may require augmentation.

Increases or constant, but elevated, concentrations in a
well may indicate the presence of a continuing source
of contamination from the vadose zone or from NAPL.
If such sources are not addressed, the P&T system will
likely operate indefinitely.

Decreases in contaminant concentrations at wells may
indicate success of the remedy, but they may also
indicate dispersion or contaminant transport to
downgradient areas. Reviewing water quality data at
other locations or ground water flow patterns may
help confirm which of the above is occurring.
Contaminant levels may also decrease and then
plateau above cleanup levels or may rebound after
pumping has stopped.



Evaluate Extraction Well Performance

Extraction wells should be monitored to determine if
they are in the most effective location, given potential
changes in the contaminant plume, and also to
determine if they are performing as expected.

Evaluate Concentration Trends at Extraction Wells

As contaminant mass is extracted from the subsurface,
the contaminant concentrations in extraction wells
should decrease unless a continuing source of
contaminant exists or contaminant levels have reached
a plateau. If the contaminant concentration in an
extraction well, or nearby monitoring wells, has
decreased to low levels, then it may be more effective
to shut down that extraction well, relocate it, or
reallocate ground water extraction to other wells.
However, shutting down a well may not be possible if
that well is required for capture of the contaminant
plume. If a well is shut down, monitoring should
continue for some period of time to ensure that
concentrations do not “rebound” due to desorption of
contaminants from soil to ground water, diffusion of
contaminants from tighter portions of the formation, or
additional dissolved contamination from continuing
sources. Monitoring ground water concentrations in
individual extraction wells on an annual or semi-annual
basis is likely sufficient for the above analyses.

Pumping Rates and/or Specific Capacity Versus Time

Bacterial growth and chemical deposits can lead to
fouling of extraction wells. If addressed properly
through a well-maintenance or well-rehabilitation
program, fouling can usually be mitigated. If well
fouling is left unattended, however, it may reach a
point where well rehabilitation is infeasible and the
well will need to be reinstalled.

In general, fouling blocks the well screen and provides
resistance to water entering the well. As a result, the
water level in the well decreases until there is a
sufficient hydraulic gradient directing water into the
well to balance that being extracted by the pump or
until the water level in the well drops below the pump.
Fouling may therefore occur with no noticeable change
in the extraction rate until the pump shuts down.

The best indicator of well fouling is the specific
capacity of the well, which is the extraction rate
divided by the drawdown (note that the ground water
elevation under both static and pumping conditions is
required to calculate drawdown). A baseline level of
specific capacity should be recorded when the well first

becomes operational. Specific capacity should then be
